CONTRACT No. 72682

*DGN-SPEC+
*DATE-TIME=
*REFO1

'-FR-‘T‘-EF: SECTION COUNTY [ JOTAL TSHEET
315 34-5 HANCOCK | 812 | 246
STA. TO STA.
“Install and orient arm bracket over pole tenon and . 3.6 m FED. ROA DIST. ho,_[LLINOIS | FED. AID PROJECT
firmly hand tighten the two set screws. Use third ; > .
hole in arm bracket as a guide to drill a 8,3 (%) Twin arm Neoprene 2] 18 m /—a%(ozf)hi?—?hg‘msfpelzs 60 (23%)0.0. \ N\ = i-----
diameter hole through tenon. Install and tighten self- (as required cap . 69 Pipe -Brer;o'n : ZZZ=JE===1
tapping screw. Tighten set screws aon additionradl -~ -~ N\l R ~ -
(/4 to %) turn with hex key (not provided. Instal {4, N7 777777° 3ot HE -
locknuts on set screws If threaded projection allows.” (3) 9.5 %) -16 Tap hole #f - ——-————-— — QFB Ny~
for 9.5x19 (34x¥,) DTA
Pole shall meet AASHTO Standard Specifications for long set screws |
128.72 km (80 mph) wind loading and 40.82 kg (90 Ib.), 63 (2/5) Sch. 40 pipe v
.37 m2 (4.0 sq. ft.) E.P.A. luminaire. weathering steel |:| SHORT BRACKET
Location number TWIN TENON TENON MOUNT BRACKET ARM
¥~ Pole number 1 [] [ ] TENON [ ] SHORT BRACKET - TWIN
mE 5 NOTE: Single or twin arm assembly —
Qla ™ ,/ shall be tilted 3° above
N iS22 L“T“ horizontal.
! = Span
150, - | |y
(6) f==Zzsl K 3° + 1° above
The contractor shall furnish and install a light pole S3s ! horizontal
identification of each new light pole, as shown above, AN |
incidental to the respective light pole pay item. The AN DAVIT | POLE @
numerals shall be 75 (3) series ‘D, black, screened on N ARM |RADIUS @ A
silver-white type B pressure sensitive reflective sheeting \\\\| 1.2 m [750 mm
conforming to the requirements of section T602.0l of the ' (4'-0"7| (30"
Standard Specifications for Traffic Control [tems. The “ Bmlizm
numerals shall conform to the FHWA “Standard Alphabets ©-0" | (4-0")
for Highway Signs" 24 m 1,65 m [[] MAST ARM [ ] TENON
The light pole identification shall be applied to sign base (8"-0"1] (5"-6")
mo+e_ri_ol as specified i_n section 1085.05 of the S-I_-ondord @ Luminaire @ 16 (34) @ hot dipped galvanized bolt with
Specifications, opp_)r_oxmo'relylao (7N above the adjacent |:| DAVIT ARM <(and or flat washer & locknut (3 req‘'d
pavement grade visible to approaching traffic in accor- -_— @ Wood pole, class 3 or better
daonce with Highway Staondord 2319. |:| DAVIT ARM-TWIN | . Conduit clamps on 900 (36) centers
250 (3) 632/ Galv. steel conduit @ uit cuet
“ i w I: | 3.68 m 200, @ Single offset pole band @
+1 355 m - (12’-1" (8) . . Threaded reducer
S -8 200 @ Alum. pole 2417 - 241.7 >\' ¢ Pole @ Conduit bushing
g ~s) 9% | il A 2l . (3 " condulet, threaded
- 317, 2 | [ @ Cable clamps on 600 (24) centers |
_‘ a2/ 8' oo = . 40 (1'/5) G%v. steel conduit for 1 unit
60 ¥, 2 ol~ 2 'CD\' RS sl @ 2/c *#12 Type use cable duct or (3) galv. steel conduit for 2
'(2|/4) ¢ Exist. 8|s ol Q \ Sl Re . ) or 3 unit ducts.
25 =7 20 cromter A : &l ! g = (8) 25 (1) Galv. steel conduit 3.0 m (10"
s \F'I_I /‘® in length
] i Fa L N | ' _® POLE [DEPTH IN
ol T 12Y5) R | . LENGTH | GROUND
R 292.1 (1) ¢ Bolt circle l\iﬂ
I VA ot 4 bolts @ 216 (8 cts. /@ 198 m | 3.6 m
i 686 784 (65" (12"
¢ Exist. > 8 1
pile @n (32) SECTION A-A 180 m | 3.0 m
| 3.88 m (60" (10"
(12'-9") |:| BRIDGE PIER MOUNT 16.8 m 2.7 m
Surge protectors 2-1/¢*10 XLP- Handhole (=YD /® (55") (9)
# ;
BENT (metal oxide- r\q use cable to 25 (1) Wide green QE @ 60 m | 2.4 m
(Looking ) varistor type) each luminaire paint band —hH+ (50" (8"
Door o For each luminaire o 4 stz 1} 137 m | 20 m
Ventilating use 2 pole fused 8¢l ([l —Sable entronce g2 1| 19 (459 i
- S?"?@T‘nv Pole disconnect unless o 15T @ 12.0 m 2.0 m
) - as stainless i i : i / .
0 of=C Sluminum cteol ground 5|ng|<_a _pole type is ra Grade & stone or L e (40°) (6.5
© QS E couplings o specifled. E '« Urethane foam (i) 10.7m | 18 m
Y= L iee zolﬁ pling @ (359 (6
B oundation - 3l 9.0m | L7 m
4 . Fil—"1 :/_Shee* for Fillﬂ ! EE |:| POLE, WOOD (30" (5.5")
Fill—"1 ! | details ' ' -
STAINLESS STEEL |:| —BUTT BASE
FLAIR BASE D TRANSFORMER BASE D BREAKAWAY COUPLING
[] ANCHOR
|:| FRANGIBLE Ly ISIONS ILLINOIS DEPARTMENT OF TRANSPORTATION
[JMETAL  oR [ ] CONCRETE. FAP 315 (US 136)
Details for underground LIGHTING PLANS

distribution if required

LIGHTING DETAILS
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